
RINA Services S.p.A.
Via Corsica, 12 - 16128 Genova
Tel +39 010 53851
Fax +39 010 5351000

EC TYPE EXAMINATION (MODULE B)
CERTIFICATE No. MED124124XG

This is to certify  that RINA Services S.p.A. (Notified Body No. 0474) did undertake the relevant 
type approval procedures for the equipment identified below, which was found to be in compliance 

with the Fire Protection requirements of Marine Equipment Directive (MED) 2014/90/EU, 
including the requirements and testing standards of Regulation (EU) 2023/1667.

MED Item Nº MED/3.4

Description Fire-fighter's outfit: boots
Type Workmaster Isotec boots

Applicant Respirex International Ltd
Unit F Kingsfield Business Center Philanthropic road Redhill
RH1 4DP Surrey
UNITED KINGDOM

Testing standards EN 15090:2012

Reference standards Reg. II-2/10 of SOLAS '74 as amended, IMO Res.MSC.36(63)-(1994 HSC 
Code) 7, IMO Res.MSC.97(73)-(2000 HSC Code) 7, IMO Res. 
MSC.98(73)-(FSS Code) 3

Issued in  Hamburg  on
April 17, 2024

This Certificate is valid until
April 16, 2029

This Certificate consists of this sheet plus an attachment

________________________________________________________________

RINA Services S.p.A.
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Manufacturer
Respirex International Ltd

Place of Manufacturer
Kemblok House
Fleming Way
Crawley RH109JY UNITED KINGDOM

Product description

Respirex Isotec boots knee-height consisting of: 

Steel toe cap ( 522), Workmaster mould, 

Stainless Steel  stepped midsole, 

Yellow Hazmax material, 

Black Isotec Upper,  

Rubex Vulcanised Rubber sole. 

Product size: UK size 3 to 15 (EU size 35-50).

             Application / Limitation of use

The Workmaster Isotec boots intended for Firefighters comply with the requirements of the standard 
EN 15090:2012. 

Reference documents

Isotec boots data sheet;

Respirex test list and material list.

Test report

Test reports filed by RINA with n° HMFP/4433.  

Remarks

-
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The mark of conformity may only be affixed to the above type approved equipment and a 
Manufacturer's Declaration of Conformity issued when the production control phase module (D, E 

or F) of Annex II of the Directive is fully complied with a written inspection agreement with a 
Notified Body

XXXX/YYYY

"WHEELMARK FORMAT"
XXXX Notified Body number undertaking surveillance module
YYYY The year in which the mark is affixed

_____________________________________
General conditions for the approval

a) The initial conditions verified by RINA at the time of the approval are to be maintained

b) Any changes to the initial conditions are to be promptly communicated to RINA, which reserves the right to repeat the 
relevant assessment

c) This certificate will not be valid if the manufacturer makes any changes or modifications to the approved equipment, 
which have not been notified to, and agreed with RINA

d) RINA personnel are to be allowed to witness during the performances of activities, upon their request

e) The activities are to be carried out in compliance with the RINA Rules and/or other applicable Rules

f) Should the specified regulations or standards be amended during the validity of this certificate, the product is to be 
reapproved prior to it being placed on board vessels to which the amended regulations or standards apply.
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